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Wiring Diagram
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Basic Program
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main: high 4
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Under ground
conduit

LED lamp draws 250 ma.

Lamp draws 1750 ma.

Bad connection caused
lamp 1 to be off
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Added door interlock switch
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7/6/22 Added solar charger

Solar Panel

Battery Minder


